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Mounting the modular wall heating/cooling
Substructure variant for existing floors

If the Modular wall heating/cooling is retrofitted, we recommend laying the supply pipes 
in the batten layer.

Sectional view A-A:
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Modular wall heating

Battens 
horizontal
50x30 mm

Battens
vertical
50 x 30mm

Space for press-fit coupling and
pre-insulated supply pipes
Planking:
18 mm Fermacell blank boards

Press-fit coupling 16/11,6

FFL ... Finished floor level

Press-fit coupling 11,6/11,6

Supply pipes: pre-insulated
Variomodular pipe 16x2/Alu0,25mm

Connect max. 6,25 m² heating/
cooling surface to one circuit.
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Detail B (sectional view)


